LED SHOEBOX LIGHT

INSTALLATION GUIDE

THIS PRODUCT ORIGINALLY COMES WITH AN ARM POLE MOUNTING. TO MAKE IT APPLICABLE IN DIFFERENT SETTINGS, HYPERIKON HAS PROVIDED TWO OTHER MOUNTING OPTIONS FOR FREE, UPON REQUEST.

ARM MOUNTING DIMENSIONS

ARM ASSEMBLY DRAWING

Formula arm pipe installation

With circular arm

Cover plate

Hyperikon is not liable for any printing or typographical errors

(888) 846-4973
8515 Miramar Place
San Diego, CA. 92121

info@hyperikon.com
www.hyperikon.com
ARM MOUNTING INSTRUCTIONS FOR SQUARE POLE

**Step 1**
Drill holes on the square pole corresponding to the holes on the arm, and use the bolt and nut plate to fix the fixture to the pole tightly.

**Step 2**
Connect the AC wire of the fixture and tighten the water-proof gasket and cover plate on the arm by screws, then power on.

ARM MOUNTING INSTRUCTIONS FOR ROUND POLE

**Step 1**
Drill holes on the round pole corresponding to the holes on the arm, and use the bolt and nut plate to fix the fixture to the pole tightly.

**Step 2**
Connect the AC wire of the fixture and tighten the water-proof gasket and cover plate on the arm by screws, then power on.
THE FIRST OF THE TWO ALTERNATIVE MOUNTING OPTIONS THAT HYPERIKON PROVIDES FREE OF CHARGE UPON REQUEST IS THE TRUNNION MOUNTING.

TRUNNION DIMENSIONS

---

**TRUNNION MOUNTING INSTRUCTIONS**

**Step 1**
Drill two holes on the wall corresponding to the holes on the trunnion, and knock expansion screws into the holes.

**Step 2**
Use the nuts to fix the fixture to the wall aiming at the expansion screws, and adjust angle of the bracket and tighten the small screw on the side, then connect the AC wire.
THE SECOND OF THE TWO ALTERNATIVE MOUNTING OPTIONS THAT HYPERIKON PROVIDES FREE OF CHARGE UPON REQUEST IS THE SLIP FITTER MOUNTING.

**SLIP FITTER DIMENSIONS**

7.3” (185mm)  
3.1” (79mm)

**IV SLIP FITTER MOUNTING INSTRUCTIONS**

**Step 1**  
Connect the AC wire, and then insert the arm of the slip fitter to the pole.

**Step 2**  
Tighten the screws on the side of the arm and then power on.
V QUALITY ASSURANCE

• Quality assurance is based on proper storage, transportation, installation, using and maintenance
• Damages caused by man-made mistake or improper use are not covered by the warranty
• Risk of electrical shock! Do not replace with a different type of LED Tube!
• During the warranty period, the manufacturer will provide appropriate support and repair service according to the actual situation

VI QUALITY ASSURANCE

Non-professional personnel is not allowed to do the related operations

• Be careful about the hit or weight of products
• Handle gently in the process of installation and transportation
• Do not energize before completion
• Do not touch the lamp when lighting on
• General heat is normal situation when the fixture is lighting on

A WARNINGS AND CAUTIONS

• The product must be installed according to the instructions. Installed by a person familiar with the product, production and product hazards.
• Avoid fire and electric shock. When installing the lighting fixtures, you need to understand the electrical characteristics. If you are not sure, do not attempt to install. Please contact an electrician.
• Understand the structural features and dimensions of lighting before installation.
• Do not drill holes or change internal lines when installing the light.